Lakewood Automation

27911 Clemens Road

Westlake, Ohio 44145

CJ2M to Parker SSD Drives TS8006 HMI Ethernet Fins communication

PURPOSE:

This document will provide you the information on how to set up the PLC and
HMI to allow the two communicate with each other through the Ethernet ports.

REQUIRED EQUIPMENT:
S8VS-03024
TS8006

CJ2M

EKI-5525
Miscellaneous wire

orwdPE

REQUIRED SOFTWARE:
1. CX-One Programmer
2. CX-Integrator
3. DSI18000

REQUIRED CABLES:
1. USB Printer Cable

Omron 24VDC Power Supply

Parker SSD Drives HMI

Omron CJ PLC with built in Ethernet Port
AdvanTech Ethernet Switch

Omron Programming Software VV9.53 Full Package
Omron CX’CX-Integrator V2.5
Parker SSD Drives HMI Programming Software

2. Ethernet Cables (quantity of 3)

FILES:

Pro-Server Data Reading.doc
Pro-Server Data Reading.prx
Pro-Server Data Reading.npx
ProServerEX_Button.xlt

HELPFUL MANUALS:

The file you are reading

LT HMI Program

Pro-Server Program

Microsoft Excel Template (screen button)

e GP-Pro EX Reference Manual
e Pro-Server EX Reference Manual

www.lakewoodautomation.com
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INSTRUCTIONS:

Westlake, Ohio 44145

1. Power up the PLC and connect it to your PC through a USB printer cable.

2. Open up CX-One Programmer and go direct online as shown below.

, CX-One
ﬂ CX-One Information
Q COMRON Automation Software A
| Release Motes
J CX-ConfiguraterFDT
, CX-Designer
. CX-Drive
) CX-FLnet
J CX-Integrator
. Cx-Motion
 Cx-Meotion Pro
, Cx-Motion-MCH
. Cx-Motion-NCF
. CK-Position
, CX-Process Tool

. CK-Programmer

ﬁ CH-Met Metwork Configuratiu_

@ CX-Programmer Help
CX-Programmer

File Conversion Utility

B3 PLC Backup Tool

| Release Motes

. Online Manuals

4 Back

Search programs and files 2 |

Joshua He
Documents
Pictures
Music
Computer
Control Panel

Devices and Printers

Default Programs

Help and Support

D CX-Programmer — - E
File View Tools Help
D o o I T, o ¢ v |4 & !
%, CP1L-Ethemnet Online
a KQa | S @, EtherNet/IP Node Online Wil —oosFEs

i T A CEIEER )

BEEGBOE 2T EE
==[=2 6% %% ]

=

Under PLC tab=» Auto Online=>»Direct Online
Pick the USB connection in a pop-up window and click on “connect”.
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Goes online automatically.
Select connection type and press [Connect] button,

r~ Connection Typ

¢ Serial connection
[alzo when using USE-Sernial conversion cable]

Serial port of PC

COM1 vl

ts at baud rate 115,200 bps

r~ Connecting PLC seri

I Wamow down PLE series to connect
s C5/CJ/CF series, NS series
£ CY/CYMI series

€ serizs [include CPA®)

Connection will automatically be made to the PLC connected directly to
the PC via USB cable.
Please select ""'Serial connection'™ when using USB-Serial conversion

cable. Do you wish to transfer program from the PLC after onlined automatically?

I~ Transter 10 table and Special Unit Setup

coce_|

In the next pop-up window, leave te box: Transfer 10 table and Special nit Setup
unchecked and click Yes.
Then you will see this window pop-up while it is loading.

Auto Dnline{Seard'ling‘}L -

PLC; |I:.J 2/CP/MNS Sernies

C¥-Programmer v9.5 M

Communication |L|SE |
Settings: |

Pratacal; |L| SB

:I Upleoad successful

Cancel

You will get Upload successful at the end. And click ok.

3. Switch PLC to program mode and go into 1O table setting:

www.lakewoodautomation.com
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=] % MewProject ‘

=B-=] MewPLC1[CI2M] Run Mode

o
[Section Name : Section1]

™% Data Types Change...

-5 Symbols Insert Program 4
- 10 Table and Unit Setup

Settings 2, Work Online

Memory card Start PLC-PT Integrated Simulation

-y Error log Waork Online Simulator

@) PLC Clock

g Memory PLC Error Simulator

EI% Programs Operating Mode L4 Q

g ‘@ gewprngraml 00 R % monitoring Debug
J“ Symbols , %Momtnr

Sectionl Memory Allecation

-.JF Function Blocks %% Compile All PLC Programs ;J mun
.07 0.12
4 Validate Symbols(ALL) fmnerge...  Input: Trans

Transfer 4
B@ Cornpare Program...

Cut
Copy

Paste

Delete

v Allow Docking
Hide

Float In Main Window

Properties

e Asshown in the picture above, right click on NewPLC[CJ2M] Run Mode =>»Operating
Mode=>»Program

C¥-Programmer v9.5 l-"" "']

Make sure that there aren't any problems if the PLC is stopped.
& I—l Do you wish to switch the PLC inte program moede?

Yes Mo

e ——————————————————————————d C 1 CK Y €5

e Now, as it shown, PLC is stopped and in Program Mode. Double click on 10
Table and Unit Setup

www.lakewoodautomation.com
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3--% MewProject

EE MewPLC1[CI2M] Stop/Program Mode
----- B Data Types
----- =3 Symbols

ERE]

----- 1§10 Table and Unit Setup
..... Settings

..... Memory card

[y Error log

{8 PLC Clock

- Memory

[_]% Programs

El@ MewPrograml (00) Stopped
.2 Symbols

EEE]

You get as shown below:

§7 PLCIO Table - NewPLC1

File Edit View Options Help

& S|Rn| || 5|5 Blblel| | &l

jj Built-in Port/Inner Board
[]- 4, [0000] Main Rack

)4, [0000] Rack 01

-4y [0000] Rack 02

- 4a, [0000] Rack 03

Under the Options tab, chose and click create:
§7 PLCIO Table - NewPLC1
File Edit View [Options | Help

Transfer to PLC =yma [
& &R|w | | Bl=
—ﬂm Transfer from the PLC ———————
‘_“i Built-in Po Compare with PLC

(+1-4 [0000] Mai
-dgy [0000] Rac!
-4y, [0000] Rac Verify
4, [0000] Rac

Create

Delete
Hot Swap

In the pop-up window, choose and click Yes and Yes.

www.lakewoodautomation.com
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PLCIO Table (——

PLCIO Table ——|

l ,  Initialise CPU Bus settings 7
' ,  Areyou sure you want to create the IO Table ? T

’—l l 9 = =
Yes No

Click on Transfer:
Transfer from PLC

Select the transfer target data and press the [Transfer]
button,
Comment infarmation iz deleted if 10 Table iz transfered.

[+ 10 Table

[+ 510 Unit Pararneters

Transfer | Cancel

Transfer from PLC

Transfering...

Cancel

www.lakewoodautomation.com
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Transfer Results

<I0 Tablex» P
Transfer Success

<Special Urits zettings>
CPU Bus Unitd0: Transfer Success

Transfer Success 1 Unit Transfer Unsuccessiul:0 Uit

4 m 2

Click ok to close.
§7 PLCIO Table - NewPLC1

File Edit View Options Help

B Sl olele o2 blbleg] v &

-5 CJ2M-CPU31

Ejj Built-in Port/Inner Board

S W [1500] CJ2M-EIP21 (Built In EtherNet/IP Port for CI2M) {Unit : 0)
Pohe ?I [1900]Inner Board unmounted

-4 [0000] Main Rack

- dagy [0102] Rack 01

f¥]-4agy [0102] Rack 02

-4y [0102] Rack 03

=l
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Y I W e —

CJ2M-EIP21 [Edit Parameters] X

TCP/IP | Ethemet | FINS/UDP | FINS/TCP | FTP | Auto Adiust Time | Status Area | SNMP | SNMP Trap |

~ IP Address % Mot use DNS
* Use the following address —{" lse DNS
IP Address | 1090 125 23 Pimary DNSSever | 0 . 0 0 . 0
Subnet Mask | 255 . 255 . 255 . 0

[
]
]
3

Secondary DNS Server I

Default Gateway | 0 . 0 . 0 . 0

Domain Name I

™ Get |P address from the BOOTP server

e BOOTP setting is valid only for nest unit —IP Bouter Tahble

start (power restoration).

en, the BOOTP setting will be clearsd.

e obtained IP address will be automatically |P Address | Gateway Address | Insert |

aved as system setting in the unit.

Deletel

— Broadcast
= Al 1(4.3B5D)
" Al O (4.2B5D)

Transfer[Unit to PC] | Transfer[PC to Unit] Compare Restart |

Set Defauts | [ ok | cancel |

www.lakewoodautomation.com
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Edit Parameters S

. Parameters will be transferred to Unit.
-'_J; Do you want to continue?

Yes Mo |

Edit Parameters - - -

i =

IITransferring parameters [PC ta Unit]

Edit Parameters — —-— -

30 =

Iﬂ'ransfer succeszsful Cloze |

& E e  — :
Edit Parameters - &"J

Do you wish to restart the unit?

Yes No

www.lakewoodautomation.com
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Edit Parameters @
:] The unit was restarted.
(0] 4
8.
CJ2M-EIP21 [Edit Parameters] )
i - . = -
TCP/IP | Ethemet | FINS/UDP | FINS/TCP | FTP | Auto Adjust Time | Status Area | SNMP | SNMP Trap |
IF' Address & Not use DNS
* |Jse the following address " Use DNS
Sl | 10 .90 125 2 Pimary DNS Server | 0 0 . 0 0
Subnet Mask 255 255 255 . O = = = =
Ko = | Secondary DN5S Server | u u u u
DefautGateway | 0 . 0 . 0 . O Domain Name |
" Get IP address from the BOOTP server
The BOOTP setting is valid onby for next unit IP Bouter Table
restart (power restoration).
Then, the BOOTP setting will be cleared.
The obtained IP address will be automatically |P Address Gateway Address Insert
saved as system setting in the unit.
Broadcast
* All1({4.3B5D)
" A D {4.2B5D)
Transfer[Unit ta PC] | Transfer[PC to Unit] Compare Restart
Set Defauts | [ ok ]| Cancel |
[
9

10. Go off line and power down the PLC and change the Node No. to match the last number
of your IP address in Hex. In this chase, 23 in HEX is 1 7 ( 1x16+7).
11. Power PLC back up and switch back to program mode and go into 10 Table setting.
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(440)808-4820 440.899.0493



Lakewood Automation

27911 Clemens Road Westlake, Ohio 44145

§7 PLC IO Table - NewPLC1 e e

File Edit VYiew Options Help

B glia]w il=e o2 Bbdble 8 | HE
------ = C2Mm-CPU31

E|~i.‘ Built-in Port/Inner Board

b bl [1500] CI2M-EIP21 (Built In E Chage Wnit D

‘i.‘ [0000] Main Rack Unit Comment
- 4agy [0102] Rack 01
- dagy [0102] Rack 02
- dagy [0102] Rack 03

Unit Setup
Save Parameters ]

Load Parameters

Start Special Application k Start with Settings Inherited
Unit Manufacturing infermaticn Start Only
Unit Error Log

|CJ2M-CPU31 |Program 4

12.
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— .
Select Special Application [CJ2M-EIP21] e |

Metwark, Canfiguratar

Dezcription

CH-Integrator

Application zoftware to build and zet up FA networkz
zuch az Controller Link, DewviceMet, and Compoie ayp/F.

k. | Cancel

13.
PLC IO Table |
C¥-Integrator does not support the EtherMet/IP and USEB(CIP)
_I_'h connecticn,
Please change the network type of communication settings to the other
connecticn methods,
- For EtherMet/IP: Ethernet or Ethernet(FIMNS/TCF)
- For USB(CIP): Toolbus (USE port)
If you are working enline via USB(CIP) through any other tools, please
switch the tocls to offling, and then go online through CX-Integrator.
OK Cancel
14. L

www.lakewoodautomation.com
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B CXiintagrator = | ]
File View Help |
DEH|ZR|sBR|o o~ |am4a|ns|w o
BHELLUTRIAE+*DIFSERA R |
[a%]
2|
X
iR » Integrator
Version 2.5
i Networks ICofrwseds ]
x| |
@ i«
Il | B
15. Resy DTM Tree Intalzation ENNNNNNNNNNNNNNENNNEEN a0

www.lakewoodautomation.com
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5, NewProject - CX-Integrator - [Networkl(Ethemnet)Net(-)] ™

f’gfile Edit View Insert | Metwork Component Tools Windows Help

/2 Work Online
ﬂ Communication Settings

[y —
=2
[

IP Address Table Setup

% Auto Online

Change connection to this PLC

Transfer[PC to Metwork]
aﬁl Transfer[Metwork to PC]

5% Compare

Parameter k

4w Move to Upper network

iy, Move to Lower network

Eename Metwork

Change Metwork Address

:@ Update Maintenance inforrmation

16. i

www.lakewoodautomation.com
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r el
Change PLC = 23 |

— Device Mame
|RelayPLC

— Device Type
|Czm | Settings... |

— Metwark. Type
Ethernet[FINS/TCP] LI Settings... |

Contraller Link, -
Ethernet

m

Firzla ateway
MHJ-Thru [USE Port]
MS-Thru [USE Part]

MW'-Thru [Senial Port] e

k. I Cancel Help |
17. 4

18. Click on setting of Network Type option.
Network Settings [Ethernet] X

Metwork | Diriver I
—FIN5S Source Address
Metwark: IE] _I? Made: IE' _I? L pit: ID _I?

—FINS Destination Address

MNetworls: ID _Ij Node: Iﬂ _Ij Unit; IEI _Ij

—Frame Length————— [~ Response Timeout () ———
— Hozt Link, Unit Mumber — Metwork Operating Level
0 _I Ll i

QK I Cancel Help

www.lakewoodautomation.com
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Network Settings [Ethernet] X

Metwore  Driver |

15

— Waorkstation Mode Mumber

v Auto-detect

—|P Address

|1u.5u

152 [s600

|' Port Mumber —

oK | Cancel | Hep

Change PLC

—Device Mame

|RelayPLC

—Device Type

| Cuzm

j Settings... |

— Metwork Type

I Ethernet

— Comrment

o]

Cancel | Help |

s

www.lakewoodautomation.com
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Comput
) | o — 1 - 1
UH\-..J [/ » Computer »
Organize - System properties Uninstall or change a program Map network drive Oy
4.7 Favorites 4 Hard Disk Drives (1)
B Desktop Local Disk (C:)

4. Downloads w
; 11.8 GE free of 148 GE

| Recent Places

4 Devices with Removable Storage (2)

4 | o Libraries i
> [ Documents $ DVD RW Drive (D)
> o) Music -
» [ Pictures 4 Network Location (2)
> B¥ Videos _ NAS(\110.0.04) (5)

o — |

“em@ 281 TBfree of 3.57 TB

4 M Computer
- &, Local Disk (C:)
> = BD-ROM Drive (E:) Sysmac Studio
g NAS (W10.0.0.47 (5)
» @ Dropbox 0\ 3x2mpsl) (Y:)

4 ?ﬂ Metwork
> (M JOSHUA-3PMMYJL Collapse

Open in new window

Map network drive...

Disconnect network drive...

Delete

. JOSHUA-ZPMMYIL Do . ) GB
i Properties
H k Proces

www.lakewoodautomation.com
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OQ ‘:,.,: <« All Control Panel Items » Netwvorkand Sharir

Control Panel Home

Manage wireless networks

Change adapter settings

Change advanced sharing
settings

See also
HomeGroup

Intel® PROSet/Wireless Tools
Internet Options

Windows Firewall

View your basic nei

Ay

JOSHUA-3PMMYI1
(This computer)

View your active network

[ | LAWireles
S, Work netw
Change your networking

‘E. Set up a new c
-~

Set up a wireles
point.

Connecttoan

‘é’,

Connect or rec

Choose homec

&

Access files an¢

Troubleshoot ¢

I

Diagnose and r

Westlake, Ohio 44145
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Organize « Disable this network device Diagnose this connection Rename this connection
—~ Local Area Connection — Local Area Connection 2 —
E% Metwork cable unplugged ‘ L--..\,_,Es Metwork cable unplugged L-..\,!
A @~ Broadcom Netit .&, Disable s 551 VPN Adapter d:fm

." Wireless Metwork Status
T

-
& _ Mot connected
b 4 il

Micresoft Virtual Diagnose

'EE' Bridge Connections

Create Shortcut

Delete
'E-.:E' Rename
'ﬁ' Properties

www.lakewoodautomation.com
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U Local Area Connection Properties . S|

Metworking | Sharing

Connect using:

‘-:." Broadcom Met¥treme 5700 Gigabit Cortroller

This connection uses the following tems:

% Cliert for Microsoft Networks

J=1 | Al GigE Vision Fitter Driver

Bl 005 Packet Scheduler

Q File and Printer Sharing for Microsoft Networks

[ - Intemet Protocol Version & (TCP/IPvE)

g Intcmet Protocol Version 4 (TCP/IPv4) |

[] - Link-Layer Topology Discovery Mapper 140 Driver
] & Link-Layer Topology Discovery Responder

[ Install... ] ninstall [ Properties

Description

Transmission Control Protocal /Intemet Protocal. The default
wide area network protocol that provides communication
across diverse interconnected networks.

0K || Cancel

www.lakewoodautomation.com
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[nternet Protocol Version 4 (TCP/IPvd) Properties [@ ﬁ]

General

You can get IP settings assigned automatically if your network supparts
this capability. Otherwise, you need to ask your netwark administrator
for the appropriate IP settings.

(7 Obtain an IP address automatically
i@ Use the following IP address:

IF address: 10 .90 , 125, 20
Subnet mask: 255,255,255 . 0
Default gateway: 0,90 .125, 1

Obtain DMS server address automatically
i@ Use the following DMS server addresses:

Preferred DMS server: .0 .0 254

Alternate DMS server:

[] validate settings upon exit

[ Ok ][ Cancel ]

Click ok to close those windows.
Connect Ether cables from Ethernet Swithch to PC and to PLC, Come back to CX-Integrator under Network, work
Online

www.lakewoodautomation.com
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= 4 e —
% MewProject - Cx-Integrator - [Networkl({Ethernet):Net(-}]

= File Edit View Insert

Metwork Component Tools Windows Help

ﬂmk Online

‘El Communication Settings

IP Address Table Setup

% Auto Online

Change connection to this PLC

I'IEIEIX vl‘

=

4 &

Transfer[PC to Metwork]
aﬁl Transfer[Metwork to PC]

5% Compare

Parameter

4w Move to Upper network

iy, Move to Lower network

Eename Metwork

Change Metwork Address

:@ Update Maintenance inforrmation

www.lakewoodautomation.com
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-

C¥-Integrator - Work Online (via Ethermnet)

W arning

M etwaork, address and node address are not get in the communications zetting.

% The functions for the relay networks may not operate properly if you work onling in the curent zetting.
[t iz recommended to work, onling after [1] setting the PLC routing table or
[£] zetting the netwaork, address and the node addrezs in the communications zetting of C=-Integrator.

Setting of Routing T able

(1] Start routing table | M akes the zetting of the routing table of the

Communications S etting

[£] Communication settings | Changes the communications setting

Wiork Online

[3]"fork. Online | Goez online in the curent

Cloze the dialog

[4] Cloge | Cancels the onling connection and opens the offline edit window.

www.lakewoodautomation.com
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E PLC Routing Table - FINS Local

File Edit Options Window

Help

D[] & &8 4] =]

]| V|~

=& CJZM-CPU31

[+]-4agy Unit 00(EtherMet/TF)
[+]- gy Unit 01

[5]-dggy Unit 02

- dagy Unit 03

[i]-dggy Unit 04

-y Unit 05

[+]-agy Unit 06

[]-4gy Unit 07

[5]-dgg, Unit 08

[i]-dggy Unit 09

[#]-dggy Unit 10

-4y Unit 11

-y Unit 12

[+]-4agy Unit 13

[y Unit 14

[i]-dggy Unit 15

(- g, Unit 225(Inner Board)

gy Unit 252(PORT)
gy Unit 253(PRPHL)

gy Unit 250({Built-in Ethernet Port)

22E(250|262253

50U [z ]

] bdair Viewl Dvelwew] Tahle View I

E'[CJZM-CPUBH Net{0), Node(0}is connected.
— Target PLC [CJ2M-CPU31] Net(0).Node(D) —

| |4- ' Information f

Ll |

|C1zma-cruat

|Metwork(D), Node(D)

23.

|Program Y
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E PLC Routing Table - FIMNS Local

Westlake, Ohio 44145

File Edit

]

Options  Window Help

|2

£l CI2M-CPU31

O 0 e )

-4y Unit 01 Insert CPU SIOU

-y Unit 02

-4y Unit 03

gy Unit 04

-4y Unit 05

gy Unit 00

-4y Unit 07

14y Unit 08

[l 4agy Unit 09

14y, Unit 10

gy Unit 11

gy Unit 12

gy Unit 13

] dggy Unit 14

gy Unit 15

- dggs Unit 225(Inner Board)
Q Unit 250(Built-in Ethernet Port)

ﬁ Unit 252(PORT)

 sou [T

15

2251250125253

Main Wiew | Overview | Table View

[CA2MLE LT Net(Oh Nodedl] is connected,

~Target PLC [CIIMCPU] Net(0). Node (D) —

24,

Enter SIOU Details [

CPU 510U o _|:'
Local Metwark Murnber _%I

o]

Cancel |

25.
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225

250

20z

203

Local Metwark #1
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% PLC Routing Table - FINS Local

File Edit [ Options | Window Help
| = d Always On Top
S | =
El»ij 1 Main View
|-| I Transfer to PLC
--ﬁ. Transfer from PLC E 1
"ﬁ Delete Routing Table
-y Activate Routing Table
F- gy - .
"ﬁ' Deactivate Routing Table
- gy Verify Routing Table 2%(25
--ﬁ Check Routing Table for errors
"ﬁ' Automnatic Metwork Search
- gy Switching the target PLC
-4y
"ﬁ *  MNumber of Remote Metworks: Standard [20]
"ﬁ' Murmber of Remote Metworks: Expanded [64]
"ﬁ Show File Information
- Fi1-4g, Unit 225(Inner Board) ] ”
Routing Takle ——
h Are you sure you want to download this Routing Table to the PLC ?
Yes Mo |
28 W 4
Routing Table LX)
I I The routing table was successfully transferred to the PLC,
oK
29..

www.lakewoodautomation.com
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30. :
Routing Takble u

; l‘!\ Save Routing Table File ?

Yes | Mo Cancel

31- L ]
32. Close out CX-Integrator with saving it( because we have transferred to PLC

successfully).
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. 55D Drives
'E D513 Reference
'E D513 User Manual
& osz

L DSIS000 Manual

B2 pswooo

View: - Link - Help

Westlake, Ohio 44145

D& @[/ ¢ DEX | m| 2|

|||Tosdedatzgetdeﬁceotherﬂ\mﬂle]'ssoos,useheNewmdmtheHemem.

[over [caps [num
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Communications

=R ~:§T58000 Option Card Selection

=] Programming Port
.=] RS-232 Comms Port Option Card: | Not Fitted Edit...
-] R5-485 Comms Port
[l-=& Ethernet
-8 Protocol 1 ‘
% Protocol 2
- Protocol 3
- Protocol 4
EI-% Services
-8 Mail Manager
:i] COPC Server
@ FTP Server
@ Time Manager
ﬂrﬁ Sync Manager

Close
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Communications
= 758000 —Port Settings
----- =il Programming Port
..... =1 RS-232 Comms Port Port Mode: Disabled ;I
----- R5-435 Comms Port Disabled
< IP Address:

[E-=& Ethernet

----- % Protocol 4
EI--% Services

----- B4 Mail Manager
----- :i] OPC Server
@ FTP Server

----- @ Time Manager
ETE Sync Manager

Configured via DHCP or APIPA

[ebwork Mask:  |[IEEE 802.3 Only

Gateway: | 1] . b .0 . D
IF Routing: IDisabIed 'I

—Physical Layer
¥ Enable Full Duplex

¥ Enabls High Speed

—Maximum Segment Size

I 1280
Far Receive: I 1280

For Send:

—Remote Update

IP Download: IDisablEd Vl
Part Mumber: I 739

= TS8000

----- = Programming Port
----- = RS-232 Comms Port
----- = RS-485 Comms Port
[El-=4 Ethernet

I'_—'I--% Services

----- 4 Mail Manager
----- li] QPC Server
@ FTP Server

----- @ Time Manager
ETE Sync Manager

33.

r—Port Settings
Port Mode: IManuaI Configuration LI
IPAddess: | 10 . 90 . 125

Network Mask: | 255 . 255 , 255

Gateway: | o] . 1] .0

IDisabIed vl

IP Routing:

—Physical Layer
¥ Enable Full Duplex

|+ Enable High Speed

—Maximum Segment Size

I 1230
For Receive: I 1230

For Send:

—Remote Update

IF Download: IDisabIed *l
Port Mumber: I 789
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Lakewood Automation

Westlake, Ohio 44145

Communications

-8 T55000
----- = Programming Port
----- =] R5-232 Comms Port
----- =] R5-485 Comms Part
=8 Ethernet
B
% Protocol 2
% Protocol 3
% Protocol 4
EI--% Services
B4 Mail Manager
m OPC Server
@ FTP Server
@ Time Manager
E_E Sync Manager

Driver Selection

Driver: | Mo Driver Selected

Edit... I

Clear Port Settings

| Add Additional Device

=B Tss000

----- =1l Programming Port
----- =] R5-232 Comms Port
----- =] R5-485 Comms Port
[]-=4% Ethernet

----- % Protocol 4
I'_—'I--% Services

----- B4 Mail Manager
----- l!] OPC Server
@ FTP Server

----- @ Time Manager
E?_E Sync Manager

Driver Selection
’7 Driver: I Mo Driver Selected

Edit.. I

Cleat Port Settings

4dd additional Device |

-
Driver Picker for Ethernet Port

Phoenix Contact
PLC Direct Koyo
Schneider - Telemechanigue

Siemens T
Unitronics =
‘Yamaha I

Yaskawa
Yokogawa

—Manufacturer —Driver
No Driver Selected
QPC Master via FINS Version 1.01
Panasonic - Matsushita
Parker
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Lakewood Automation
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Communications
=B EBDDD Device Settings
----- Programming Port
_____ =) R5-232 Comms Port [v Enable Device [ Favour LI Writes Comms Delay: 0 ms
----- =) RS-485 Comms Port
== Ethernet Device Identification
- Protocol 1-FINS Master
; IP Address: | 192 . 9 .200 .52 Mode: |CS/C]
.om X | |cs/ =l
----- W Protocal 2
..... ¥ Protocol 3 FINS Addresses
""" IE;- Protocol 4 Destination Network: i} Source Metwork: a
I'_—'I--% Services

..... [ Mail Manager Destination Node: ] Source Node: a

----- :i] OPC Server L . .
@ FTP Server Destination Linit: a Source Unit: a

----- @ Time Manager

E:|_|°":| Sync Manager Protocol Options
UDP Part: 9600
Link Type: |Llse Dedicated Socket ﬂ

ICMP Ping: [Disabled _~|

Connection Timeout: 5000 ms
)

Transaction Timeout: ’W ms

Delete This Device ‘ Add Gateway Block

36.
37. Send to HMI
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